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REQUIRED, SEE COLUMN
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A-5.51

2 TYP

ACCESSIBILITY
SIGNAGE TYP.
(NIC).
SEE SHEET A-0.1

TACTILE EXIT SIGN,
SEE SHT A-0.1 (TYP )

OCCUPANCY LOAD CAPACITY
SIGN, TYP SEE SHT A-0.1

ASSISTIVE LISTENING SYSTEM
SIGN, SEE SHEET A-0.1, TYP

SEMI-RECESSED FIRE
EXTINGUISHER.  5 LBS DRY
CHEMICAL w/2A-10BC U.L.
RATING @ 48" A.F.F. TO
HANDLE - 4" MAX
PROJECTION (TRAVEL
DISTANCE TO A FIRE
EXTINGUISHER SHALL NOT
EXCEED 50'-0" CLR), TYP
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PLAN, TYP.
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UNIT

AC AIR HANDLER

10'-0"
MIN

LADDER w/ ROOF
HATCH ABOVE,

SEE 4/A-4.01N
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4x4 BACKING POST @
CENTER OF WALL FOR

SMART BOARD BRACKET
(SEE 13/A-6.01N)
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TACTILE EXIT SIGN,
SEE SHT A-0.1 (TYP )

TACTILE EXIT SIGN,
SEE SHT A-0.1 (TYP )

TACTILE EXIT SIGN,
SEE SHT A-0.1 (TYP )

ASSISTIVE LISTENING
SYSTEM SIGN, SEE PC
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 PROJECT NO:

ELITE MODULAR

WALL LEGEND
NOMINAL 6" WALL STUD

A

#

WINDOW PER SCHEDULE SHEET A-0.2N

DOOR PER SCHEDULE SHEET A-0.2N

DETAIL SCHEDULE

A-5.51

FINISH:

PLASTER OVER 1/2" OSB OR 1/2" CDX PLY WITH WOOD STUDS

SHEET #:

NOMINAL 4" WALL STUD

SCALE:  1/4"  =  1' - 0" AKEY PLAN

SEE 24x40 BLDG.
PACKAGE

NOTE:
FOR ADDITIONAL RESTROOM / ACCESSIBILITY
INFORMATION, SEE PC SHEET P-1.01

NOTE:
FOR ADDITIONAL PLAN INFORMATION, SEE PC
DRAWINGS, SHEET A-1.03

SYMBOLS LEGEND

60" CIRCLE CLEAR SPACE

30"x48" CLEAR SPACE

TOILET ACCESSORIES
SOAP DISPENSER: LIQUID SOAP DISPENSER
4" MAX PROJECTION

PAPER TOWEL DISPENSER: SURFACE MOUNTED
4" MAX. PROJECTION-CANNOT ENCROACH INTO 30"x48"
CLEAR SPACE OF FIXTURE

TOILET PAPER HOLDER: SINGLE ROLL SEMI-RECESSED
OR 3" MAX PROJECTION

TOILET SEAT COVER DISPENSER: SURFACE MOUNTED

A

B

C

D

WALL MOUNTED WASTE RECEPTACLE, 6" MAX
PROJECTION, 12" MAX ABV. FIN FLR TO BTM.

E

60"x60" CLEAR SPACE @ WATER CLOSET

PLEASE SEE PC SHEET P-1.01, DETAIL 10 FOR TOILET
ACCESSORIES ADA MOUNTING HEIGHTS*

BUILDING SEISMIC SEPARATIONS NOTE:
ALL EXTERIOR SEISMIC SEPARATION CLOSE-UP AND PARAPET CAPS TO
BE SUPPLIED AND INSTALLED ON SITE BY OTHERS, PLEASE SEE
ARCHITECT's DRAWINGS FOR INSTALLATION DETAILS
(ELITE MODULAR TO PROVIDE AND INSTALL ALL INTERIOR CLOSE-UPS
ONLY)

NOTE:
ROOM SIGNAGE TO BE PROVIDED IN ACCORDANCE
WITH 11B-216.2
SIGNAGE TO BE PROVIDED AND INSTALLED ON
SITE BY OTHERS, NOT ELITE MODULAR

50
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