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(FURNISHED BY PG&E]

/—END CAP

REFLECTING TAPE
(3-1/2"WIDE)

END CAP

(FURNISHED BY PG&E|

~

48"MIN-72'MAX.
SLEEVE 35"MIN.-59"MAX.
FOR LOW PROFILE
SEE TRANSFORMER

DETAIL'A’

REMOVABL MIN:

STEEL POST DETAIL

SAFETY LOCK, CODE 17-0116 ~9/16"

{FURNISHED BY PG&E) —

(01HK®)

CUT FROM 1/2" x 6" EYE BOLT,
STEEL GALV.

DETAIL "A'

48"MIN.-72"MAX.
35"MIN.-59"MAX.
FOR LOW PROFILE
TRANSFORMER

FIXED S MIN—
STEEL POST DETAIL

WELD: ALL WELDS SHALL BE
PAINTED OVER WITH A ZINC
PRIMER (TYP)

EYE BOLT 1/2" x 6" STEEL GALV.
{TO BE INSTALLED PARALLEL TO
EDGE OF PAD)

MATERIAL

FIXED POST
4" GALV. STEEL PIPE, STANDARD, SCHEDULE NO. 40

REMOVABLE POST

4" GALV. STEEL PIPE, STANDARD, SCHEDULE NO. 40 WiTH SLEEVE
5 GALV. STEEL PIPE 36" LONG, STANDARD, SCHEDULE NO. 40

END CAP
4" GALV. MALLEABLE IRON, THREADED (SCREWED)

BARRIER POST DETAIL

— NEOPRENE, WAFFLE
EMBOSSED SOUND

ATTENUATION PAD

EQUIPMENT
MOUNTING FLANGE

CONCRETE
SLAB/BASE

| Yan } -\ /? /_"\v/"'\1
1.0 4 7 a
10" MIN. =1
S FROM
A 4 < EDGEOF . &
. - . CONngZTE a
q

’
’ +

NOTES:

1. EXPANSION ANCHORS SHALL BE A SINGLE-END EXPANSION SHIELD ANCHOR WHICH MEETS
THE DESCRIPTIVE PART OF FEDERAL SPECIFICATIONS FF-5-325 GROUP I, TYPE 2, CLASS 2,
STYLE 1. ANCHORS SHALL BE DIMENSIONED AS PER HILTI FASTENING SYSTEMS, 5400 SOUTH
122nd EAST AVENUE, TULSA, OK 74146.

2. HSLB EXPANSION ANCHORS SHALL BE INSTALLED IN HOLES DRILLED WITH HILTI CARBIDE
TIPPED DRILL BITS. ANCHORS SHALL BE INSTALLED AND TORQUED PER MANUFACTURERS

RECOMMENDATIONS.

3. INSTALL ANCHORS 15" ON CENTER AROUND ENTIRE PERIMETER OF EQUIPMENT. 2 MINIMUM

PER SIDE.

4. USE CORROSION RESISTANT ANCHORS.

ELECTRICAL EQUIPMENT —=

ELECTRICAL EQUIPMENT
BASE CHANNEL

HILTI KWIK BOLT TZ
1/2°@ W/MIN. 3-1/2°
EMBEDMENT @ 15" O.C.

CONCRETE SLAB/BASE

GO\ EATARABARLVAY AVRUE A WM A

Q
\
»

&

.
|tifpremvsnmnmemen

0NN -
FROM EDGE "=
. OF CONCRETE , '
"7. 4 /.1. : C

4

NOTE:

STRUCTURAL CALCULATIONS SHALL BE DEFERRED UNTIL APPROVED EQUIPMENT SUBMITTAL HAS
BEEN PROVIDED TO THE STRUCTURAL ENGINEER FOR THEIR CALCULATIONS. CALCULATIONS AND
ASSOCIATED DETAILS SHALL BE PROVIDED TO THE IOR PRIOR TO EQUIPMENT INSTALLATION.

TYPICAL ELECTRICAL EQUIPMENT
@ MOUNTING DETAIL
NOT TO SCALE GB20-01-27
\
et El ECTRICAL EQUIPMENT
(1)

10" ALL @ o)

AROUND — 6" FINISHED GRADE

EQUIPMENT | 9 g?f;\lH(z"\’ETE OR

B - \_E%W“r =TT

=1y — 12 g

#4 REBAR 12" O. C. TYPICAL WITHIN ENTIRE SLAB

FREESTANDING ELECTRICAL EQUIPMENT

(2
N

NOT TO SCALE

GB20-01-21

NOT TO SCALE

GB20-01-29

AND ASSOCILATES, INC.
CONSULTING ELECTRICAL ENGINEERS
1930 N. ECHO AVENUE
FRESNO, CALIFORNIA 93704
Ph: 559-233-4138 Fax:559-233-4354
BAI# 09124

HTTP://WWW.BORRELLIENGINEERING.COM
E-MAIL; ADMIN@BORRELLIENGINEERING.COM
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