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GENERAL NOTES BUILDING DATA
1. FIRE ALARM IS NOT PART OF THIS APPROVAL | NUMBER OF STORIES: | - STORY o : S/ N:

ASSUMED LINE PER 2010 CBC 705.3

“THIS PC IS DESIGNED STRUCTURALLY TO SUPPORT THE WEIGHT OF A

FIRE SPRINKLER SYSTEM.

PC 18 DESIGNED AS A SINGLE STORY MODULAR BUILDING

FOR SOILS TYPES / DESIGN BEARING STRENGTH, SEE SHEET 5-0.1

STRUCTURAL SPECIFICATIONS

ALL WORK SHALL CONFCRM TO TITLE 24, GALIFORNIA CODE OF

REGULATIONS (GCGR)

THIS PG IS NOT APPROVED FOR "A” OCCUPANCY USES

EXTERIOR WALL OPENINGS TO COMPLY W/ 705.8, 2010 CBC.

EXTERIOR PROJECTIONS ARE TO BE FIRE PROTECTED WHERE

REQUIRED BY SECTIONS 705.2 & 1408.

10. SEE SHEETS A-0.8 AND A-0.7 FOR REQUIRED BUILDING ENVELOPE
ASSEMBLIES AND HVAC SYSTEM.
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TYPE OF CONSTRUCTICON: | VB

| FLOOR LIVE LOAD: [0 soPsF |[] 50+15 PsF PARTITION LOAD

O 1oopse |1 150PSF

ROOF LIVE LOAD: 20 PSF
FLOOR DEADLOAD:  |Bf WOOD FLOOR - 8 PSF | [T] GONGC FLOOR - 33 PSF
ROOF DEADLOAD: | 17 PSF (INCLUDING SPRINKLER LOAD)

| RAMP LIVELOAD: 100PSF -
BUILDING AREA: | 30382 BLDG - 9604185 ¢5F) | (T100%82' BLDG - 320073850 (SF)
%ﬁﬂ%ﬂgy&& U 403z BLDG - 12801580 (SF) | [J110%62' BLDG - 352044345 (SF)

WITH OVERHANGS) (15032 BLDG - 160011975 (SF) | []120%82' BLDG - 384014740 (SF)
|1 60x32' BLDG - 182012370 (SF) | (113022 BLDG - 41605135 (SF)
[ 70%82' BLDG - 22402765 (SF) | [[}140%52' BLDG - 4480/5530 (SF)

'ALLOWABLE [ 8032 BLDG - 266013180 (SF) | (345032 BLDG - 4800/5025 (SF)
ARER =ARc0sF [ eonaz BLDG - 288043655 (SF) ,
 FOUNDATION: COwoop | CJcoNcrRETE

CEC CLIMATE ZONES: | 1-16

{ The automatic fire sprinkler system for this PC has been designed for *
hght hazard occupancies
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PLUMBING

ARCHITECT OF RECORD
SUBM!SS%ON DATE

- PLUMBING DETAILS AND SCHEDULE

MECHANICAL

MECHANICAL NOTES, SCHEDULES, AND DETAILS

MECHANICAL PLAN - WALL MOUNT - 30° x 32

ORIGINAL PC STATE AGENCY APPROVAL

CATION STAMP

CQLFLS M ss b‘*\
(246

4. BASIC WIND SPEED, 3 SEC GUST (MPH) : 100/ Kzt=1.0
2. WIND IMPORTANCE FACTOR : 1
3. WIND EXPOSURE : S o
4. APPLICABLE INTERNAL PRESSURE COEFFIGIENT : £0.18
5. GOMPONENTS AND GLADDING : | ‘
ZONE 1= 23.4 ZONE 4= 226
—— ZONE 2= 38.8 ZONE 5= 27.8
APPLICABLE STANDARDS ZONES= 554
NFPA13  AUTOMATIC SPRINKLER SYSTEMS 2010 EDITION EARTHQUAKE DESIGN DATA. secrion1803a1s
NFPA72  NAT. FIRE ALARM CODE (CALIF. AMENDED) 2010 EDITION QU SIGN DA
{NOTE: SEE UL STANDARD 1971 FOR "VISUAL DEVICES™) 1. SEISMIC IMPORTANCE FACTOR 1
| 2. MAPPED SPECTRAL RESPONSE :
S.= 1.5 . S, = 0.954
3. SITE CLASS , D
4. SPECTRAL RESPONSE COEFFICIENTS : ‘
Spe= 1 | 8oy = 095
5. SEISMIC DESIGN CATEGORY : E
. 6. BASIC SEISMIC-FORCERESISTING-SYSTEM : _ OMF
APPLICABLE CODES s or sanuary 1,2011) 7. DESIGN BASE SHEAR (ips) : |
0 .
LIST OF 2010 CALIFORNIA CODE OF REGULATIONS CQNC;L OR | PLYFLOOR u.;goo tnise T
2010 BUILDING ADMINISTRATIVE CODE (CAC), PART 1, TITLE 24 C.CR. - ~ " e
2010 CALIFORNIA BUILDING CODE (CBC), VOLUMES 1 &2, PART 2, TITLE 24 CCR. X i ] X ] 31.12
(2009 INTERNATIONAL BUILDING CODE VOLUMES 1-3 AND ) X X 3435
2010-CALIFORNIA AMENDMENTS) 8. SEISMIC RESPONSE COEFFICIENT, Cs: 0.286
2010 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24 C.CR. .
{2008 NATIONAL ELECTRICAL CODE AND : 9. RESPONSE MODIFICATION FACTOR, R: 35
2010 CALIFORNIA AMENDMENTS) ' EOUWVALENT
2010 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24 C.G.R. 10. ANALYSIS PROCEDURE USED . LATERAL FORCE
(2009 IAPMO UNIFORM MECHANICAL CODE AND 11, MINIMUM SEISMIC SEPARATION FROM OTHER EXISTING o SEP
2010 CALIFORNIA AMENDMENTS) " OR FUTURE BUILDINGS -
2010 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24 C.C.R.

{2009 IAPMO UNIFORM PLUMBING CODE AND
2010 CALIFORNIA AMENDMENTS)
2010 CALIFORNIA ENERGY CODE, PART 6, TITLE24 C.CR.
{2008 EDITION CALIFORNIA ENERGY COMMISSION BUILDING ENERGY’ :
EFFICENCY STANDARDS) . -
2010 CALIFORNIA FIRE CODE, PART 9, TITLE 24 CCR.
- {2008 INTERNATIONAL FIRE CODE AND
- 2010 CALIFORNIA AMENDMENTS)

2010 CALIFORNIA GREEM CODE, PART 11, TITLE 24 CCR.

f;oé 0 GALIFORNIA REFERENCED STANDARDS CODE, PART 12. TITLE 24

NOTE
FOR NEW CONSTRUCTION STOCKPlLE
BUILDINGS:

SITE SPECIFIC APPROVAL CAN NOT BE
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